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Certificate No. : QI-20/07/1088

Nomor Sertifikat
Sample Description
Deskripsi Sampel

Type Number
Nomor Tipe
Model Number
Nomor Model

Specification
Spesifikasi

Brand

Merek

Applicant’s Name
Nama Pemohon
Address of Applicant
Alamat Pemohon

Date of Test
Tanggal uji

Test Standard
Metode uji
THD Maximum
THD Maksimum

THD Average
THD Rata-rata

vV KAN

LP -708 - IDN

Qualis
CERTIFICATE OF COMPLIANCE

Sertifikat Kesesuaian

THD

Issued date : 6 Agustus 2020
Diterbitkan tanggal
: LAMPU PJU LED SEBA120

: SEBA120

: SEBA120

: 120 Watt; 100-240 V AC; 50 Hz
: INFILITE

: PT. Duta Cahaya Mandiri

: Gedung Persada
JI. Raya Serpong Km. 7 No. 58, Pakualam, Serpong Utara
Tangerang Selatan, Banten

: 28 Juli 2020

: IEC 61000-3-2:2014

:5,18%

:5,05%

The EUT described above has been tested by laboratory and found in compliance with the standard

IEC 61000-3-2:2014. The certificate applies only the object tested.

Objek uji yang diuraikan diatas telah diuji oleh laboratorium dan ditemukan kesesuaian dengan standard

IEC 61000-3-2:2014. Sertifikat ini hanya berlaku untuk objek yang diuji.

Harmonic Current Emissions Test
IEC 61000-3-2:2014
(THD)
Referring to test report no.: QI-20/07/1088
Berdasarkan laporan pengujian no.: QlI-20/07/1088

This document is electronically generated and bears no signature. Please scan above QR code to verify document originality.

Approved and digitally signed on behalf of
PT. Qualis Indonesia
Tangerang, 6 Agustus 2020

[m] T yiyd [m]

Megawati

EMC Laboratory Manager

The results relate only to the items tested. This report shall not be reproduced except in full.
Do not copy this report without written consent from authorized personnel of PT. Qualis Indonesia
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Qualis
CERTIFICATE OF COMPLIANCE

Sertifikat Kesesuaian

Certificate No.: QI-20/07/1089 Issued date: 05 August 2020
Nomor Sertifikat Diterbitkan tanggal

TESTING OBJECT
objek pengujian
TYPE

Jenis
SPECIFICATION
Spesifikasi

BRAND
Merek

TESTED FOR
Diuji untuk
ADDRESS

Alamat

DATE OF TEST
Tanggal uji

TEST STANDARD
Metode uji

: Lampu PJU

: SEBA120

: 120W ; 100-240VAC ; 50/60Hz ; IP66

: INFILITE

: PT. DUTA CAHAYA MANDIRI

:JI. Raya Serpong Km.7 No.58, Tangerang Selatan 15320 — Indonesia.

: 30 July 2020

: [ES LM-79-08

The EUT described above has been tested by laboratory and found in compliance with the standard
IES LM-79-08. The certificate applies only the object tested.

Objek uji yang diuraikan diatas telah diuji oleh laboratorium dan ditemukan kesesuaion dengan standard
IES LM-79-08. Sertifikat ini honya berlaku untuk objek yang diuji.

Photometric with Goniophotometer
Pengujian fotometrik dengan goniophotometer

Referring to test report no.: Ql-20/07/1089
Berdasarkan laporan pengujian nemor : QI-20/07/1089

Tangerang, 05 August 2020

Riki Suferdi

Technical Manager Lab.

Valid until : 04 August 2023

Berlaku hingga
The results relate only to the items tested. This report shall not be reproduced except in full.
Do not copy this report without written consent from authorized personnel of PT. Qualis Indonesia
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